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significant hazards consideration is in-
volved.

(6) No petition or other request for
review of or hearing on the staff’s sig-
nificant hazards consideration deter-
mination will be entertained by the
Commission. The staff’s determination
is final, subject only to the Commis-
sion’s discretion, on its own initiative,
to review the determination.

[27 FR 12186, Dec. 8, 1962, as amended at 35
FR 11461, July 17, 1970; 39 FR 10555, Mar. 21,
1974; 51 FR 7765, Mar. 6, 1986]

§50.59 Changes, tests, and experi-
ments.

(a) Definitions for the purposes of
this section:

(1) Change means a modification or
addition to, or removal from, the facil-
ity or procedures that affects a design
function, method of performing or con-
trolling the function, or an evaluation
that demonstrates that intended func-
tions will be accomplished.

(2) Departure from a method of evalua-
tion described in the FSAR (as updated)
used in establishing the design bases or in
the safety analyses means:

(i) Changing any of the elements of
the method described in the FSAR (as
updated) unless the results of the anal-
ysis are conservative or essentially the
same; or

(ii) Changing from a method de-
scribed in the FSAR to another method
unless that method has been approved
by NRC for the intended application.

(3) Facility as described in the final
safety analysis report (as wupdated)
means:

(i) The structures, systems, and com-
ponents (SSC) that are described in the
final safety analysis report (FSAR) (as
updated),

(ii) The design and performance re-
quirements for such SSCs described in
the FSAR (as updated), and

(iii) The evaluations or methods of
evaluation included in the FSAR (as
updated) for such SSCs which dem-
onstrate that their intended func-
tion(s) will be accomplished.

(4) Final Safety Analysis Report (as up-
dated) means the Final Safety Analysis
Report (or Final Hazards Summary Re-
port) submitted in accordance with
§50.34, as amended and supplemented,

§50.59

and as updated per the requirements of
§50.71(e) or §50.71(f), as applicable.

(5) Procedures as described in the final
safety analysis report (as updated) means
those procedures that contain informa-
tion described in the FSAR (as up-
dated) such as how structures, systems,
and components are operated and con-
trolled (including assumed operator ac-
tions and response times).

(6) Tests or experiments not described in
the final safety analysis report (as up-
dated) means any activity where any
structure, system, or component is uti-
lized or controlled in a manner which
is either:

(i) Outside the reference bounds of
the design bases as described in the
final safety analysis report (as up-
dated) or

(ii) Inconsistent with the analyses or
descriptions in the final safety analysis
report (as updated).

(b) This section applies to each hold-
er of an operating license issued under
this part or a combined license issued
under part 52 of this chapter, including
the holder of a license authorizing op-
eration of a nuclear power reactor that
has submitted the certification of per-
manent cessation of operations re-
quired under §50.82(a)(1) or §50.110 or a
reactor licensee whose license has been
amended to allow possession of nuclear
fuel but not operation of the facility.

(c)(1) A licensee may make changes
in the facility as described in the final
safety analysis report (as updated),
make changes in the procedures as de-
scribed in the final safety analysis re-
port (as updated), and conduct tests or
experiments not described in the final
safety analysis report (as updated)
without obtaining a license amend-
ment pursuant to §50.90 only if:

(i) A change to the technical speci-
fications incorporated in the license is
not required, and

(ii) The change, test, or experiment
does not meet any of the criteria in
paragraph (c¢)(2) of this section.

(2) A licensee shall obtain a license
amendment pursuant to §50.90 prior to
implementing a proposed change, test,
or experiment if the change, test, or
experiment would:

(i) Result in more than a minimal in-
crease in the frequency of occurrence
of an accident previously evaluated in
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the final safety analysis report (as up-
dated);

(ii) Result in more than a minimal
increase in the likelihood of occurrence
of a malfunction of a structure, sys-
tem, or component (SSC) important to
safety previously evaluated in the final
safety analysis report (as updated);

(iii) Result in more than a minimal
increase in the consequences of an ac-
cident previously evaluated in the final
safety analysis report (as updated);

(iv) Result in more than a minimal
increase in the consequences of a mal-
function of an SSC important to safety
previously evaluated in the final safety
analysis report (as updated);

(v) Create a possibility for an acci-
dent of a different type than any pre-
viously evaluated in the final safety
analysis report (as updated);

(vi) Create a possibility for a mal-
function of an SSC important to safety
with a different result than any pre-
viously evaluated in the final safety
analysis report (as updated);

(vii) Result in a design basis limit for
a fission product barrier as described in
the FSAR (as updated) being exceeded
or altered; or

(viii) Result in a departure from a
method of evaluation described in the
FSAR (as updated) used in establishing
the design bases or in the safety anal-
yses.

(3) In implementing this paragraph,
the FSAR (as updated) is considered to
include FSAR changes resulting from
evaluations performed pursuant to this
section and analyses performed pursu-
ant to §50.90 since submittal of the last
update of the final safety analysis re-
port pursuant to §50.71 of this part.

(4) The provisions in this section do
not apply to changes to the facility or
procedures when the applicable regula-
tions establish more specific criteria
for accomplishing such changes.

(d)(1) The licensee shall maintain
records of changes in the facility, of
changes in procedures, and of tests and
experiments made pursuant to para-
graph (c) of this section. These records
must include a written evaluation
which provides the bases for the deter-
mination that the change, test, or ex-
periment does not require a license
amendment pursuant to paragraph
(c)(2) of this section.
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(2) The licensee shall submit, as spec-
ified in §50.4 or §52.3 of this chapter, as
applicable, a report containing a brief
description of any changes, tests, and
experiments, including a summary of
the evaluation of each. A report must
be submitted at intervals not to exceed
24 months. For combined licenses, the
report must be submitted at intervals
not to exceed 6 months during the pe-
riod from the date of application for a
combined license to the date the Com-
mission makes its findings under 10
CFR 52.103(g).

(3) The records of changes in the fa-
cility must be maintained until the
termination of an operating license
issued under this part, a combined li-
cense issued under part 52 of this chap-
ter, or the termination of a license
issued under 10 CFR part 54, whichever
is later. Records of changes in proce-
dures and records of tests and experi-
ments must be maintained for a period
of b years.

[64 FR 53613, Oct. 4, 1999, as amended at 66 FR
64738, Dec. 14, 2001; 72 FR 49500, Aug. 28, 2007]

§50.60 Acceptance criteria for fracture
prevention measures for lightwater
nuclear power reactors for normal
operation.

(a) Except as provided in paragraph
(b) of this section, all light-water nu-
clear power reactors, other than reac-
tor facilities for which the certifi-
cations required under §50.82(a)(1) have
been submitted, must meet the frac-
ture toughness and material surveil-
lance program requirements for the re-
actor coolant pressure boundary set
forth in appendices G and H to this
part.

(b) Proposed alternatives to the de-
scribed requirements in Appendices G
and H of this part or portions thereof
may be used when an exemption is
granted by the Commission under
§50.12.

[48 FR 24009, May 27, 1983, as amended at 50
FR 50777, Dec. 12, 1985; 61 FR 39300, July 29,
1996]

§50.61 Fracture toughness require-
ments for protection against pres-
surized thermal shock events.

(a) Definitions. For the purposes of
this section:
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